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a b s t r a c t

The present paper suggests a procedure for identification of suitable models for the heat dynamics of a
building. Such a procedure for model identification is essential for better usage of readings from smart
meters, which is expected to be installed in almost all buildings in the coming years. The models can be
used for different purposes, e.g. control of the indoor climate, forecasting of energy consumption, and
for accurate description of energy performance of the building. Grey-box models based on prior physical
knowledge and data-driven modelling are applied. This facilitates insight into otherwise hidden infor-
mation about the physical properties of the building. A hierarchy of models of increasing complexity is
formulated based on prior physical knowledge and a forward selection strategy is suggested enabling the
hermal dynamics
uildings
odel selection

umped models
arameter estimation

modeller to iteratively select suitable models of increasing complexity. The performance of the models is
compared using likelihood ratio tests, and they are validated using a combination of appropriate statistics
and physical interpretation of the results. A case study is described in which a suitable model is sought
after for a single storey 120 m2 building. The result is a set of different models of increasing complexity,
with which building characteristics, such as: thermal conductivity, heat capacity of different parts, and
window area, are estimated.
. Introduction

This paper describes a new method for obtaining detailed infor-
ation about the heat dynamics of a building based frequent

eadings of the heat consumption, indoor temperature, ambient
ir temperature, and other climate variables. Such a method is
onsidered to be of uttermost importance as a key procedure for
etter usage of readings from smart meters, which is expected
o be installed in almost all buildings in the coming years. The

ethod is based on a procedure for selecting a suitable model of
he heat dynamics for a building. Rabl [12] gives an overview of
echniques for steady state and for dynamic analysis of energy use
n a building, the latter implicate modelling of the heat dynam-
cs of the building. Such dynamic models can be realized with a
et of differential equations, as carried out by Sonderegger [13] and
oyer et al. [4]. Parameter estimation in dynamical models is known
s system identification and a survey of different approaches for
uildings is found in Ref. [3]. The applied models in the present
ethod are grey-box models, which consist of a set of continuous
ime stochastic differential equations coupled with a set of discrete
ime measurement equations. Grey-box modelling is well proven
s a comprehensive and accurate method to model dynamical sys-
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tems and thereby obtain knowledge of the thermal properties of a
building (see [8,1,5]). The problem of identifying a suitable model
is both finding a model that is in agreement with the physical
reality and finding a model, which has a complexity that is in agree-
ment with the level of information embedded in data, which means
that the model should neither be under-fitted nor over-fitted. The
most suitable model is identified from a set of models of increas-
ing complexity. A forward selection strategy is used, in which the
modeller starts out with the simplest feasible model and itera-
tively selects models of increasing complexity. In each iteration the
models are compared using likelihood-ratio tests and the models
performances are evaluated. The selection procedure runs until no
significant improvement of the model is found. See Refs. [11,10] for
an in-depth assessment of likelihood theory and model selection.
The procedure is demonstrated by identifying a suitable model for
a single storey 120 m2 building. The building is part of the experi-
mental distributed energy system, Syslab, at Risø DTU in Denmark.
It is constructed of wood on the outside and plaster boards on the
inside, with a layer of insulation wool in between. The data used
spans 6 days and stems from a set of experiments for building
energy performance, which was carried out in the winter period
of 2009. It is thoroughly described in Ref. [2].

The remaining of the article is organized as follows. The applied

grey-box modelling technique is described in Section 2, and in Sec-
tion 3 the statistical test used for model selection is described. Then
the suggested procedure for identifying a suitable model is out-
lined in Section 4. The following section is devoted to a case-study,

dx.doi.org/10.1016/j.enbuild.2011.02.005
http://www.sciencedirect.com/science/journal/03787788
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likelihood of the larger model is significantly higher than the like-
lihood of the sub-model, and it is concluded that YN is more likely
to be observed with the larger model. Hence the larger model is
ig. 1. RC-network of the model described by Eqs. (1) and (2). The model is divided
nto different parts indicating the corresponding part of the building.

here the procedure is applied. It starts with a description of the
uilding and the data, followed by an outline of the applied mod-
ls and the selection, and ends with a discussion of the results.
inally a perspective of the applications are given in Section 6 and
he conclusions are drawn in Section 7.

. Grey-box models of a dynamic system

A grey-box model is established using a combination of prior
hysical knowledge and statistics, i.e. information embedded in
ata. The prior physical knowledge is formulated by a set of
rst-order stochastic differential equations, also called a stochas-
ic linear state-space model in continuous time. The equations
escribe a lumped model of the heat dynamics of the building. It

s emphasized that the physical interpretation of the parameters is
ependent on how the building is divided into entities in the model.

An example of a feasible model is given here. It has two state
ariables, one describing the interior temperature Ti and one repre-
enting the temperature of the building envelope Te. The first-order
ynamics are represented by the stochastic differential equations

Ti = 1
RieCi

(Te − Ti)dt + 1
Ci

˚hdt + 1
Ci

Aw˚sdt + �idωi (1)

Te = 1
RieCe

(Ti − Te)dt + 1
ReaCe

(Ta − Te)dt + �edωe (2)

here t is the time, Rie is the thermal resistance between the
nterior and the building envelope, Rea is the thermal resistance
etween the building envelope and the ambient air, Ci is the heat
apacity of the interior, Ce is the heat capacity of the building enve-
ope, ˚h is the energy flux from the heating system, Aw is the
ffective window area, ˚s is the energy flux from solar radiation,
a is the ambient air temperature, {ωi,t} and {ωe,t} are standard
iener processes, and �2

i
and �2

e are the incremental variances of
he Wiener processes. The model can be represented with the RC-
etwork depicted in Fig. 1, where the model is divided into different
arts to show the corresponding parts of the building.

The physical model part is coupled with the data-driven model
art with which the information embedded in observed data is used
or parameter estimation. The data-driven part in the considered
xample is represented by the discrete time measurement equation

k = Tik + ek (3)

here k is the point in time tk of a measurement, Yk is the measured
nterior temperature and ek is the measurement error, which is
ssumed to be a Gaussian white noise process with variance �2.

his assumption enables evaluation and tests of the performance
f the model, since if it is met, this indicates that the physical model
s consistent with the observed heat dynamics of the building.
ildings 43 (2011) 1511–1522

2.1. Maximum likelihood estimation of parameters

Given a grey-box model, as described above, maximum like-
lihood estimates of the parameters can be obtained. Let the
observations be represented by

YN = [YN, YN−1, . . . , Y1, Y0] (4)

then the likelihood function is the joint probability density

L(�;YN) =
(

N∏
k=1

p(Yk|Yk−1, �)

)
p(Y0|�) (5)

where p(Yk|Yk−1, �) is a conditional density denoting the prob-
ability of observing Yk given the previous observations and the
parameters �, and where p(Y0|�) is a parameterization of the
starting conditions. The maximum likelihood estimates of the
parameters are then found by

�̂ = argmax
�

{L(�; YN)} (6)

Due to the previously mentioned assumptions about the noise
process and the fact that the model is linear, it follows that the
conditional densities in Eq. (6) are Gaussian densities. Since the
conditional densities are Gaussian a Kalman filter can be used to
calculate the likelihood function, and an optimization algorithm
can be applied to maximize it, thereby calculating the maximum
likelihood estimates (see [7] for a detailed discussion). This is imple-
mented in the computer software CTSM, which has been used for
carrying out the parameter estimation (see more about the soft-
ware at1 and in Ref. [6]).

3. A statistical test for model selection

Statistical tests can be utilized in the search for the most suitable
model. If a model is a sub-model of larger model, then a likelihood
ratio test can determine if the larger model performs significantly
better than the sub-model. Using a sequence of such tests a strategy
for selection of the best model can be evolved.

3.1. Likelihood ratio tests

Let a model have parameters � ∈ ˝0 where ˝0 ∈Rr is the param-
eter space and r = dim(˝0) is the number of parameters in the
model. Let a larger model have parameters � ∈ ˝ where ˝ ∈Rm

and dim(˝) = m, and assume that

˝0 ⊂ ˝ (7)

i.e. the first model is a sub-model of the second model and r < m.
The likelihood ratio test

�(YN) = sup� ∈ ˝0
L(�;YN)

sup� ∈ ˝L(�;YN)
(8)

where YN is the observed values, can then be used to test the
hypothesis

H0 : � ∈ ˝0 vs. Ha : � ∈ ˝\˝0 (9)

since under H0 the test statistic −2 log(�(YN)) converges to a �2

distributed random variable with (m − r) degrees of freedom as the
number of samples in YN goes to infinity. If H0 is rejected then the
1 http://www.imm.dtu.dk/ctsm.

http://www.imm.dtu.dk/ctsm
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Fig. 2. Illustration of the model selection procedure.

eeded over the sub-model to describe the information embedded
n data. For more details see Ref. [10].

.2. Forward selection

In a forward selection procedure the modeller starts with the
mallest feasible model and then in each step extends the model
ith the part that gives the lowest p-value, i.e. the most significant

mprovement. The possible candidates for improvement that are
elected in each iteration are the smallest possible extensions to
he current model. The procedure stops when no extensions to the

odel yields a p-value below a pre-specified limit, usually set to
%.

. Model selection procedure

Different strategies for identifying a suitable model is proposed
n the literature and finding an appropriate strategy depends on
he specific modelling setup. An purely algorithmic and exhaustive
election procedure is seldomly feasible, hence iterative methods,
n which the modeller is partly involved in the selection, are com-

only applied. Here, a forward selection procedure is suggested for
dentification of a suitable model for the heat dynamics. It is based
n likelihood ratio testing, which is described in Section 3.1.

.1. Model selection

The procedure starts by a formulation of the simplest feasible
odel having parameter space ˝m and a full model with parameter

pace ˝full, such that

m ⊂ ˝full. (10)

Within this range a set of models can be formed, in which a suit-
ble model is to be identified. A suitable model is a sufficient model,
hich is the smallest model that describes all information embed-
ed in the data [10]. The selection is initiated with the simplest
odel and then extensions of the model are iteratively added. The

election stops when all of the extensions to the selected model,
ives a likelihood-ratio test p-value above the pre-specified limit.
ence the procedure will stop with a model from which no larger
odel can be found, with which it is significantly more likely to

bserve the data. As mentioned above a purely algorithmic pro-
edure is not possible, hence the modeller must be involved to
valuate the models estimated in each iteration. The evaluation is
arried out by analyzing the properties of residuals and parameter

stimates, and if some of the properties are not in line with the
ssumptions and physical reality, then the modeller may have to
nfluence the choice of model. The procedure is illustrated in Fig. 2
nd the steps are
ildings 43 (2011) 1511–1522 1513

Model fitting: The models which are extended from the current
model are fitted to the data by maximum likelihood estimation of
the parameters.
Likelihood-ratio tests: Calculate the likelihood-ratio test statistic for
the current model versus each of the extended models. Stop if none
of the tests have a p-value below 5% and use the current model as
the final model, else then select the extended model which yield
the lowest p-value.
Evaluate: The modeller evaluates the selected extended model. If
the result is satisfactory the model is kept and next iteration can
be started; if not, the previous step should be repeated to select
another extension.

If two extensions show an almost identical improvement, i.e. the
p-values of the tests are nearly equal, the selection can be branched
and extensions with different parts examined separately. The pro-
cedure will then end with several models, which cannot be tested
directly against each other, and it is then up to the modeller to
decide which should be preferred. This should be done by com-
paring the likelihoods, where if two models have almost equal
likelihoods the smaller model should be preferred, and further-
more by an evaluation of the residuals and parameter estimates.
It can also happen that several models have only marginal differ-
ence in performance and that each of them can be considered to be
a sufficient model.

4.2. Model evaluation

In each step the selected model must be evaluated. This serves
both to check if the model meet the assumptions and if it gives
reasonable estimates from a physical point of view. Furthermore
the evaluation can reveal model deficiencies from which it can be
learned which parts of the model should be further elaborated. The
evaluation should consist of the following:

• The assumption of white noise residuals should be inferred upon
using the auto-correlation function (ACF) and the cumulated
periodogram (CP), which can also reveal how well dynamics on
different timescales are modelled.

• Plots of the inputs, outputs, and residuals. These plots can be used
to understand which effects are not described properly by the
model.

• Evaluation of the estimated physical parameters. Clearly the
results should be consistent among different models, e.g. esti-
mate of the thermal resistance of the building envelope should
not change significantly among the models. Furthermore the
modeller have to judge if the results are consistent with reality.

5. Case study: model identification for a building

The method is demonstrated by applying it to identify a suitable
model for a building. The building, named FlexHouse, is part of the
experimental energy system Syslab, at Risø DTU in Denmark. It is
well suited for such experiments since it has a controllable electri-
cal heating system. Measurements consisting of five minute values
over a period of six days are used (for further details see Ref. [2]) in
which a thorough description of the experiments and data is given.
This section starts with a description of the building and measure-
ment equipment, then the data is presented, followed by an outline
of the considered models, and finally the model identification and
evaluation is given.
5.1. Description of the building and measurement equipment

The outer walls of the building are constructed of wood on the
outside and plaster boards on the inside, with a layer of insulation
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Fig. 3. (a) The north facade and

ool in between. An image of the north facade and an image of the
outh facade of the building can be seen in Fig. 3. The building rests
n piles, leaving an air gab between the ground and the building.
he roof is flat and covered with roofing felt. The dimensions of the
oor plan are approximately 7.5 times 16 m. In Fig. 4 the floor plan
f the building is shown. A server system is installed in the build-
ng, which can control the electrical heaters located as indicated on
he floor plan. To measure the indoor temperature Hobo U12-012
emp/RH/Light/Ext sensors mounted on a small piece of wood was
anged freely in the middle of each each room. A small climate sta-
ion is located two meters east of the building, the position relative
o the building is indicated in Fig. 4.

.2. Data

The present study is based on data collected during a series of
xperiments carried out in February to April 2009. The following
ime series consisting of five minute average values are used:

y (◦C) A single signal representing the indoor temperature. It is
formed as the first principal component of the measurements of
the indoor temperature from the Hobo sensors.
Ta (◦C) Observed ambient air temperature at the climate station.
˚h (kW) Total heat input from the electrical heaters in the building.
˚s (kW/m2) The global irradiance measured at the climate station.

Plots of the time series can be found in Fig. 5. The controlled
eat input is a pseudo-random binary sequence (PRBS), which has

hite noise properties and no correlation with the other inputs.

t is designed to excite the heat dynamics at several ranges of fre-
uencies in which the time constants of the building is expected
o be, such that the information embedded in data is optimized for

Fig. 4. The floor plan of the building.
he south facade of the building.

estimation of the heat dynamic properties of the building (see Ref.
[9]).

5.3. Applied models

The proposed procedure is such, that the modeller starts with
the simplest model and iteratively selects more complex models.
This implies fitting a set of models from the simplest model to
the most feasible complex model, denoted the full model. In this
section the set of applied models and the result of the iterative
selection procedure is described. All the models are grey-box mod-
els, in which the physical part is stochastic linear state-space model
(as presented in Section 2) and where the dynamics of the states
can be written

dT = ATdt + BUdt + dω (11)

where T is the state vector and U is the input vector, and none of the
state variables or input variables are in A or B which only consist of
parameters. All the considered models have an input vector with
three inputs

U = [Ta, ˚s, ˚h]T (12)

All the models are lumped, but with a different structure, which
implies that a given parameter does not necessarily represent the
same physical entity in each model. For example the parameter
Ci is representing the heat capacity of the entire building in the
simplest model, whereas this heat capacity is divided into five heat
capacities in the full model, in which the parameter Ci represents
the heat capacity of the indoor air. This is elaborated further in
Section 5.5.2, where the parameter estimates for the models are
presented. Furthermore it should be kept in mind that these models
are linear approximations to the real system.

In the following sections the full and the simplest model are
described, since they represent the range of applied models. First
the full model is outlined to give a complete overview of all the
individual parts, which is included in the models. Then the sim-
plest model is presented, since it is the first model applied in the
selection procedure and furthermore it illustrates how the mod-
els are lumped. Each model is named from its state vector and
where needed a few parameter names. See Appendix A for a list
of RC-networks corresponding to all applied models.

5.3.1. The full model TiTmTeThTsAeRia
The RC-network of the full model, which is the most complex
model applied, is illustrated in Fig. 6. This model includes all the
individual parts of the building, which it is found feasible to include
in linear models, with the current available data. The individual
model parts are indicated on the figure. The model parts are:
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F ature
i

ig. 5. The data set. From the top, the first plot shows the observed indoor temper
nput ˚h , and finally the lower plot shows the global irradiance ˚s .

Sensor: The temperature sensors are modelled with a heat capacity
and a thermal resistance to the interior.
Interior: In the full model the interior is considered to be the indoor
air (again remember that, since the models are lumped models, the
building part represented by “Interior” is mostly different for each
model) and it is modelled as a heat capacity connected to other
parts by thermal resistances.
Medium: A thermal medium inside the building is the interior
walls and furniture, which is modelled with a heat capacity and
a thermal resistance to the interior.

Heater: The heaters are modelled by a heat capacity and a thermal
resistance to the interior.
Solar: The heat input from solar radiation is modelled by the global
irradiance multiplied with the effective window area.
y, the second shows the ambient air temperature Ta , followed by a plot of the heat

Envelope: The building envelope is modelled with a heat capacity
and thermal resistances to both the interior and the ambient. A
thermal resistance directly coupled to the ambient is also included.
Ambient: The ambient is represented by the observed ambient air
temperature.

The full model includes five state variables, that each represents
the temperature in a part of the building, and they are:
Ts: The temperature of the sensor, which for the full model is used
as the model output, i.e. Yk in the measurement equation (Eq.
(19)).

Ti: The temperature of the interior, i.e. the indoor air.
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Yk = Ti,k + ek (21)

Note the differences in representation of the building parts
between the simplest and full model, e.g. Ria represent the thermal
Fig. 6. The full model TiTmTeThTsAeRia with the individual model parts indic

m: The temperature of an interior thermal medium, i.e. interior
walls and furniture.

h: The temperature of the heaters.
e: The temperature of the building envelope.

The parameters of the model represent different thermal prop-
rties of the building. This includes thermal resistances:

Ris: between the interior and the sensor,
im: between the interior and the interior thermal medium,

Rih: between the heaters and the interior,
Ria: between the interior and the ambient,
Rie: between from the interior and the building envelope,
ea: between the building envelope and the ambient.

The heat capacities of different parts of the building are repre-
ented by:

Cs: for the temperature sensor,
Ci: for the interior,
m: for the interior walls and furniture,
h: for the electrical heaters,
e: for the building envelope.

Finally two coefficients are included, each representing an esti-
ate of an effective area in which the energy from solar radiation

nters the building. They are:

w: The effective window area of the building.
e: The effective area in which the solar radiation enters the build-

ing envelope.

The set of stochastic differential equations describing the heat
ows in the full model are

Ts = 1
RisCs

(Ti − Ts)dt + �sdωs (13)

Ti = 1
RisCi

(Ts − Ti)dt + 1
RimCi

(Tm − Ti)dt + 1
RihCi

(Th − Ti) (14)

1 1 1

RieCi

(Te − Ti)dt +
RiaCi

(Ta − Ti)dt +
Ci

Aw˚sdt + �idωi (15)

Tm = 1
RimCm

(Ti − Tm)dt + �mdωm (16)
This model includes all parts which is included in any of the applied models.

dTh = 1
RihCh

(Ti − Th)dt + 1
Ch

˚hdt + �hdωh (17)

dTe = 1
RieCe

(Ti − Te)dt + 1
ReaCe

(Ta − Te)dt + 1
Ce

Ae˚sdt + �edωe (18)

and the measurement equation is

Yk = Ts,k + ek (19)

since the observed temperature is encumbered with some mea-
surement error.

5.3.2. The simplest model Ti
The simplest model considered is illustrated by the RC-network

in Fig. 7. The model has one state variable Ti and the following
parameters:

Ria: The thermal resistance from the interior to the ambient.
Ci: The heat capacity of the entire building, including the indoor

air, interior walls, furniture etc., and the building envelope.
Aw: The effective window area of the building.

The stochastic differential equation describing the heat flow is

dTi

dt
= 1

RiaCi
(Ta − Ti) + 1

Ci
Aw˚s + 1

Ci
˚h + �i

dωi

dt
(20)

and the measurement equation is
Fig. 7. RC-network of the model Ti, which is the simplest feasible model.
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Table 1
Log-likelihood l(�;YN ) for the fitted models ordered by iterations of the model selec-
tion procedure and in each row by log-likelihood. In each iteration the extended
model with highest log-likelihood is selected, which is the rightmost models in the
table. The number of estimated parameters for each model is indicated by m.

Iteration Models

Start Ti
l(�;YN ) 2482.6
m 6

1 TiTe TiTm TiTs TiTh
3628.0 3639.4 3884.4 3911.1
10 10 10 10

2 TiThTs TiTmTh TiTeTh
4017.0 5513.1 5517.1
14 14 14

3 TiTeThRia TiTeThAe TiTmTeTh TiTeThTs
5517.3 5520.5 5534.5 5612.4
15 15 18 18

4 TiTeThTsRia TiTmTeThTs TiTeThTsAe
5612.5 5612.9 5614.6
19 22 19

5 TiTmTeThTsAe TiTeThTsAeRia

r
t

5

i
l
b
t
a
h
e
i
o
s
m
w
o
l
i
f
i
s
F

5

i

T
T

Fig. 8. The final selected model TiTeThTsAe with the individual model parts indi-
cated.

Table 3
The estimated parameters. The heat capacities, Cx , are in [kWh/◦C]. The thermal
resistances, Rxx , are in [◦C/kW]. The areas, Ax , are in [m2]. The time constants, �x , are
in (h). Note that the physical interpretation for many of the parameters is different
for each model.

Model

Ti TiTh TiTeTh TiTeThTs TiTeThTsWithAe

Ci 2.07 1.36 1.07 0.143 0.0928
Ce – – 2.92 3.24 3.32
Ch – 0.309 0.00139 0.321 0.889
Cs – – – 0.619 0.0549
Ria 5.29 5.31 – – –
Rie – – 0.863 0.909 0.897
Rea – – 4.54 4.47 4.38
Rih – 0.639 93.4 0.383 0.146
Ris – – – 0.115 1.89
Aw 7.89 6.22 5.64 6.03 5.75
Ae – – – – 3.87

�1 10.9 0.16 0.129 0.0102 0.0102
�2 – 8.9 0.668 0.105 0.105
�3 – – 18.4 0.786 0.788
�4 – – – 19.6 19.3
5614.6 5614.7
23 20

esistance of the building envelope in the simplest model, whereas
his is represented by a coupling of Ria, Rie, and Rea in the full model.

.4. Model identification

The identification procedure is applied to find a sufficient model
n the set of models ranging from Ti to TiTmTeThTsAeRia. The log-
ikelihood of each model, which is fitted, is listed in Table 1 ordered
y the iterations of the model selection. The procedure begins with
he simplest model. Then in the first iteration four extended models
re fitted and TiTh is selected since it has the highest log-likelihood,
ence the lowest p-value of the likelihood-ratio tests (the four mod-
ls have the same number of parameters). The selection procedure
s carried out until no significant extension can be found, which
ccurs in iteration number five. During each iteration the current
elected model is evaluated (see Section 5.5). It is found that the
odels selected in each iteration are all satisfying the evaluation
ith respect to improvement of the results, etc. In Table 2 the result

f likelihood-ratio tests for model expansion in each iteration is
isted. Clearly, the expansions carried out in the first three iterations
ndicate very significant improvements of the model. In iteration
our, the improvement is still below 5%, whereas no improvement
s found in iteration five. The procedure thus ends with TiTeThT-
Ae as a sufficient model, which is illustrated by the RC-network in
ig. 8.

.5. Model evaluation
In the following the selected models are evaluated as outlined
n Section 4.2.

able 2
ests carried out in the model selection procedure.

Iteration Sub-model Model m − r −2 log(�) (y) p-Value

1 Ti TiTh 4 4121 <10−16

2 TiTh TiTeTh 4 4634 <10−16

3 TiTeTh TiTeThTs 4 274 <10−16

4 TiTeThTs TiTeThTsAe 1 6.4 0.011
5 TiTeThTsAe TiTeThTsAeRia 1 0.17 0.68
5.5.1. Residuals
Plots of output, inputs, and residuals for each model can be seen

in Fig. 9. For each model the auto-correlation function (ACF) of the
residuals is plotted in Fig. 10 and the cumulated periodogram (CP)
in Fig. 11. It is seen directly from the plot of the residuals from the
simplest model Ti, that they do not have white noise properties and
that they are not independent of the inputs. The ACF of the residu-
als also clearly show a high lag dependency, and the CP reveals that
the model is not detailed enough to describe the dynamics. Exam-
ining the plot of the residuals for the model selected in the first
iteration, TiTh, it is seen that the level of the residuals is reduced
compared to the residuals for Ti. The ACF and CP indicate that the
assumption of white noise residuals is not fulfilled. From the plot of
the residuals for the model selected in the second iteration, TiTeTh,
it is seen that the level of the residuals is reduced dramatically,
but that some dependency of the inputs is still seen, mostly from
the solar irradiance. The ACF reveals that the characteristics of the
residuals are much closer to white noise, which is also seen from
the CP, indicating that the model now describes the heat dynamics
of the building quite well. The plot of the residuals, ACF, and CP
for the model selected in the third iteration TiTeThTs, reveals only
slight improvements compared to the previous model. Finally the
plots for the final selected model TiTeThTsAe, show that almost no
differences can be observed from the previous model. The highest
level of error can be observed where the solar irradiance is high,
hence it is found that further improvement of the model should be
focused on the part in which the solar radiation enters the building,
or alternatively in letting the incremental variance of the Wiener

process depend on the solar radiation.
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t
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ig. 9. The upper plot is of the output and inputs, and the following plots are of the
s indicated.

.5.2. Parameter estimates
The parameter estimates of the selected models are evaluated in

he following. The estimates are presented in Table 3 together with
he time constants calculated for each of the selected models. The

otal heat capacity and thermal resistance of the building envelope
stimated by the selected models are presented in Table 4. As found
y evaluating the residuals (see previous section) the models Ti and
uals for each of the selected models. On each plot of the residuals the model name

TiTh do not describe the dynamics of the system very well, which
implies that the estimates of the heat capacities are not reliable.
Estimates of the heat capacities found by the tree larger models
are more credible, especially it is seen that the time constants are

almost equal, indicating that the models comprise the same dynam-
ics. The exact physical interpretation of the smaller heat capacities
Ci, Ch, and Cs cannot be given, but it is noted that their sum, for
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Fig. 10. The auto-correlation function of the residuals for each of the selected mod-
els. Fig. 11. The cumulated periodogram of the residuals for each of the selected models.
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Table 4
The total heat capacity [kWh/◦C] and thermal resistance [◦C/kW] of the building
envelope estimated by the selected models. The UA-values ˛UA are in [W/◦C m2].

Model

Ti TiTh TiTeTh TiTeThTs TiTeThTsAe

e
1

a
T

6

b
t
b
a

ing. This includes for instance the thermal resistance of the
Ctotal 2.07 1.67 3.99 4.32 4.36
Renvelope 5.29 5.31 5.40 5.38 5.28
˛UA 1.55 1.55 1.52 1.53 1.55

ach of the three larger models, is quite close ranging from 1.03 to
.08 kWh/◦C.

The estimated total thermal resistance of the building envelope
nd thereby the UA-values is quite similar for all models, as seen in
able 4.

. Applications

Identification of a suitable model of the heat dynamics of a
uilding based on frequent readings of heat consumption, indoor
emperature, ambient air temperature, and climate variables, will
e very useful for different purposes. Important fields of application
re:

Accurate description of energy performance of the building: An
energy signature of buildings can provide important information
for energy- and cost effective improvements of the building. The
most effective actions to be taken for an individual building can
be identified. Furthermore the heat consumption due to physical
effects, such as a poor isolated building envelope, can be separated
from behavioral effects, e.g. a high indoor temperature.
Forecasting of energy consumption for heating: Forecasting of

energy consumption for heating can be used for integration
of large amounts of renewable energy, such as wind- and
solar energy. Implementation of electrical heating with hot
water tanks for heat storage in individual houses can be prof-
ildings 43 (2011) 1511–1522

itable in the near future. Knowledge of the heat dynamics
of buildings is essential to forecasting and control of such
systems.
Indoor climate control: Control of the indoor temperature, ventila-
tion, etc. to provide a good indoor climate conditions can be carried
out with methods which include models of the heat dynamics.
The models can also be extended to include the effect of wind and
thereby provide information of the air tightness of buildings.

7. Conclusion

A procedure for identification of the most suitable models for
the heat dynamics of a building has been described and applied
on the basis of data from an experiment carried out in February
2009. The procedure is based on likelihood-ratio testing combined
with a forward selection strategy. The proposed models are grey-
box models, where a combination of prior physical knowledge and
data-driven modelling is utilized. The data used for the modelling
consist of: climate data measured at the location, measurements of
the indoor temperature, and a PRBS controlled heat input.

The results of the identification procedure are evaluated and
discussed, both in a statistical and physical context. The eval-
uation reveal that the selected model meet the assumptions of
white noise residuals, hence it can be applied to give reliable
estimates consistent with reality and the results are statistically
validated. Furthermore model deficiencies are pointed out, from
which further advancement of the model should be pursued. For
the considered building this is primarily on the model part where
the solar radiation input enters the building.

It has been shown that the method is able to provide
rather detailed knowledge of the heat dynamics of the build-
envelope and thereby the UA-value, parameters describing the
capabilities for storing heat, and the time constants of the
building.
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